GENERAL WATER NOTES

1.  WATER SYSTEM SHALL BE INSTALLED IN STRICT ACCORDANCE WITH ALL LOCAL CODES
AND REGULATIONS, CLEANED, DISINFECTED AND BACTERIOLOGICALLY CLEARED FOR
SERMICE IN ACCORDANCE WITH THE LATEST AWWA STANDARDS AND CHAPTER 62—535
FLORIDA ADMINISTRATIVE CODE.

2. ALL PIPING SHALL BEAR THE "NSF" SEAL FOR POTABLE WATER.

3. WATER MAINS SHALL BE PVC CONFORMING TO AWWA C-900, DR 18 FOR PIFE SIZES
4”—12". PIPES 14" OR LARGER SHALL BE AWWA C—905, DR 1B. ALL COUPLINGS
COMFPQUNDS, SQLVENTS, LUBRICANTS AND FIFE PREPARATION, FOR LAYING, SHALL BE
IN ACCORDANCE WITH THE PIPE MANUFACTURERS LATEST RECOMMENDATIONS.

4. DEPTH OF WATER LINES TO BE MINIMUM 36" BELOW FINISHED GRADE.

5. WATER MAINS TO BE LOCATED 5° FROM BACK OF CURB OR EDGE OF PAVEMENT
UNLESS OTHERWSE NOTED.

6. ALL PIPING CLEARANCES SHALL BE IN ACCORDANGCE WITH CHAPTER 62-353.314,
F.A.C., AND APPROVED BY THE CITY.

7. ALL WATER MAINS UNDER FAVEMENT SHALL BE DUCTILE IRON AND SHALL EXTEND 5°
BEYCND THE BACK OF CURB, EXCEPT DIRECTIONAL BORES, WHICH SHALL BE SDR-11 HDPE.

B. ALL SLEEVES UNDER PAVEMENT SHALL EXTEND 5' BEYOND THE BACK OF CURB.

* * NOTE: MARK ALL POINTS WHERE WATER
SERVICES CROSS CURB WITH A "W”
MARK IN CONCRETE.
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